Abstract: Occupant behavior has a significant impact on building energy performance. The purpose of this paper is to quantify the stochastic characteristics of manual solar shades and their influence on building energy performance. A co-simulation for occupants' stochastic control of manual solar shades was conducted and the statistic indicators (non-parameter tests and autocorrelation function) were calculated in order to identify potential occupant behavior patterns. The results show that occupants' stochastic shade control behavior among different seasons is not statistically different and that shade control behavior is not completely stochastic. Meanwhile, the trend in the fluctuation of Sc changes with time. Furthermore, a new index was introduced to evaluate the effectiveness of manual solar shades in terms of energy performance. The result shows that the effectiveness of manual solar shades is only between 39.8% and 81.3%, compared with automatically controlled shades, and there is a large potential for improving the effectiveness of manual solar shades in different seasons.
Introduction
Buildings nowadays account for approximately 40% of the total energy consumption and thus architects around the world are looking for design solutions to improve the energy performance of buildings. During the building design stage, improving the thermal performance of the building envelope (such as the external wall [1] , window materials [2] ) plays a significant role in building energy saving. During the building operation stage, an integrated system for buildings' energy-efficient automation can also be used to achieve a significant decrease in building energy consumption [3] .
Compared to energy efficient control systems, a high performance building envelope should be first considered by architects since it ensures a low energy demand at the beginning of a building's life span. Due to the increased window to wall ratio for an improved view to outside, heat loss through windows contributes to a large fraction of building energy consumption, which has been validated by Tomás et al. using multi-objective building energy optimization [4] . Solar shading devices provide a solution for enhancing window performance. The use of solar shading devices such as overhangs [5] [6] [7] , side fins [8] , fixed horizontal louvers [9] , etc., has been investigated by researchers. However, these studies have focused on fixed shading devices that cannot be adjusted according to outdoor conditions, and thus these solutions have a disadvantage in balancing various aspects of indoor environmental quality including energy performance, discomfort glare, the view to outside, privacy, and thermal comfort [10] .
Movable solar shading devices such as roller shades, curtains, and blinds can ensure a maximum energy saving while maintaining the best visual and thermal comfort and access to natural daylight. A number of research studies have reported the performance of movable solar shades. For example, Tzempelikos [11] assumed that roller shading devices were automatically closed when direct solar radiation is higher than 20 W/m 2 , while Lee and Selkowitz [12] suggested a higher solar radiation of 94.5 W/m 2 for shades to be fully closed. Reinhart [13] assumed a similar control strategy where window blinds will be automatically closed as long as the direct solar radiance is above 50 W/m 2 . These research studies all reported a significant improvement of building energy performance while maintaining a comfortable indoor thermal condition. Christopher et al. [14] compared the annual building energy consumption of five manual blind control algorithms. They found that the annual energy consumption differences ranged from 8.1% to 18 .3% compared to buildings without manual shading devices. However, these studies not only crudely oversimplify occupants' control of solar shades, but also neglect the variability induced by the stochastic characteristics in occupant behavior [15] .
To include the stochastic behavior in shade control, researchers such as Nicol [16] and Haldi [17, 18] used logit regression to infer a probability distribution to describe occupants' shade action. However, there are some limitations in their models such as they merely considered two solar shading states (fully open and fully closed) and partly closed shades were not included, which was not in accordance with the real condition. Furthermore, occupants' stochastic behavior cannot be modeled in most building simulation programs (DOE-2 [19] , EnergyPlus [20] , TRNSYS [21] , Esp-r [22] , DeST [23, 24] ).To improve the accuracy of predicting occupants' solar shade control, the author developed a stochastic model for manual solar shades that considers partly shaded states and the performance of stochastic control can be quantitatively predicted by a coupling simulation [15] . The thermal, visual, and overall energy performances have been investigated in previous papers [15, 25, 26] . It was found that manual solar shades can improve indoor thermal comfort conditions by 154% compared to Low-E windows [25] , and the Useful Daylight Index (UDI) can also be improved by about 30% with less daylight illuminance fluctuation and more comfortable daylight distribution due to the manual control of solar shades. In addition, the Daylight Glare Index (DGI) and Daylight Glare Probability (DGP) were used to assess the glare risks of manual solar shades, which demonstrated a significant reduction (about 22%) in intolerable glare compared to Low-E windows. Nevertheless, the results also found that occupants' action on solar shades was not always effective in minimizing glare risks, with about 12% of working hours experiencing intolerable glare [26] . A similar study on daylighting and the visual comfort performance of movable blinds has been conducted by Umberto Berardi and Taoning Wang [27] , who recommended considering occupants' behavior to accurately evaluate the influence of the adjustment of shading devices on the building performance.
Thus, there is a need to further understand the stochastic characteristics of manual solar shades in order to improve the building performance of manual shades. Some research studies have conducted observations to analyze the characteristics of manual solar shades. Haldi et al. found that shade adjustment occurred mainly after arrival and/or before departure [17] . However, Rea reported contradicting findings. They found that the time of day had a negligible impact on shade actions [28] . Rubin et al. [29] reported that the seasonal effect on manual shade adjustment was not significant, while Zhang et al. found that window blinds varied seasonally for east, west, and south facades [30] . In addition, many studies reported that occupants adjust solar shades very infrequently (the shade movement rate is only about 1/day) or even never [25, 31, 32] . However, these studies did not give a detailed and statistical analysis of the stochastic characteristics of manual solar shades. Furthermore, the effectiveness of manual shades, an important index when analyzing building energy performance, has also not been quantitatively evaluated. Therefore, this paper uses statistical indicators to systematically evaluate the randomness of manual shade control and introduces an index to calculate the effectiveness of manual shades. 
Methodology

Stochastic Model
This research is a continuation of previous research [15] . A Markov stochastic model for manual solar shades developed in the previous study was used in this paper [15] . This model was constructed based on field measurements and divided solar shades into five shading states (shade window area of 0%, 25%, 50%, 75%, and 100%, respectively). It is an improved model compared to other previous models [16, 18] , since it reflects occupants' real shade control behavior (windows were partly shaded). This model for solar shades was built in Building Controls Virtual Test Bed (BCVTB), a software environment developed by the Lawrence Berkeley National Laboratory [33] , for co-simulation with EnergyPlus. A brief description of how this stochastic model is constructed and the co-simulation is conducted can be seen in Figure 1 . More detailed information on this stochastic model and co-simulation can be found in a previous paper [15] .
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Stochastic Model
This research is a continuation of previous research [15] . A Markov stochastic model for manual solar shades developed in the previous study was used in this paper [15] . This model was constructed based on field measurements and divided solar shades into five shading states (shade window area of 0%, 25%, 50%, 75%, and 100%, respectively). It is an improved model compared to other previous models [16, 18] , since it reflects occupants' real shade control behavior (windows were partly shaded). This model for solar shades was built in Building Controls Virtual Test Bed (BCVTB), a software environment developed by the Lawrence Berkeley National Laboratory [33] , for co-simulation with EnergyPlus. A brief description of how this stochastic model is constructed and the co-simulation is conducted can be seen in Figure 1 . More detailed information on this stochastic model and co-simulation can be found in a previous paper [15] . A typical office room in Ningbo (a typical city in a hot summer and cold winter zone of China) was selected. The details of the building, as well as other settings according to the design standard in this climate region, are listed in Table 1 .This room was modeled in EnergyPlus and co-simulated in BCVTB. Manual solar shades were compared with automatically controlled ones which adopt a simple control strategy that assume occupants will bring sunlight into the interiors in winter and close shades in the summer to block excessive heat gains. A detailed description of this control strategy is given in Table 2 . A typical office room in Ningbo (a typical city in a hot summer and cold winter zone of China) was selected. The details of the building, as well as other settings according to the design standard in this climate region, are listed in Table 1 . This room was modeled in EnergyPlus and co-simulated in BCVTB. Manual solar shades were compared with automatically controlled ones which adopt a simple control strategy that assume occupants will bring sunlight into the interiors in winter and close shades in the summer to block excessive heat gains. A detailed description of this control strategy is given in Table 2 . 
Statistic Analysis
To analyze the stochastic characteristics of manual solar shades, the shading coefficient (Sc value, here it equals one minus the window shaded ratio. For example, if 25% of the window area is shaded, then Sc = 1 − 0.25 = 0.75), a commonly used index when evaluating solar shading performance, was considered in this paper. Thus, a lower Sc value indicates a higher shading performance and consequently a lower cooling demand. According to the distribution of the hourly variation and seasonal difference of Sc values for manual solar shades, the stochastic characteristics of occupants' behavior on solar shades can be inferred. In addition, statistical indicators (parameter and non-parameter tests) were used to quantitatively evaluate the potential difference of shade behavior among different seasons.
In addition, a mathematical index (autocorrelation function) for identifying repeating patterns (e.g., the presence of a periodic signal that has been buried under noise) was used in this paper to check whether occupants' stochastic control on shades was repeatable. Informally, it is the similarity between observations as a function of the time separation between them. In statistics, the autocorrelation function (ACF) of a random process (here, it is occupants' stochastic control on solar shades) describes the correlation between the process at different points in time. The ACF for lag k can be calculated as follows:
where
(y t − y)(y t+k − y) is the autocovariance function and c 0 is the sample variance of the time series. y is the sample value of the time series(here, it is the hourly Sc value), k is the time lag, and T is the length of the time series. The autocorrelation function (r k ) is one of the tools used to find Sustainability 2017, 9, 1070 5 of 15 patterns in the data. Specifically, the autocorrelation function reveals the correlation between points separated by various time lags.
The strength of using statistical indicators to evaluate the randomness of manual shade control is that statistical analysis is a universal method with which to assess the validity of a conclusion. Parametric tests involve specific probability distributions (such as the normal distribution) and the tests involve an estimation of the key parameters of that distribution from the sample data. Non-parametric tests are also called distribution-free tests since they are based on fewer assumptions. Thus, there is less of a possibility to reach incorrect conclusions because assumptions about the population are unnecessary. However, nonparametric tests are generally less powerful than their parametric counterparts. For this study, the selection between a parametric and non-parametric test will be based on the test of sample distribution.
To evaluate the energy performance, an index used to calculate the effectiveness of manual solar shade control will be introduced. This index is based on the cooling and heating energy demand and is compared with automatically controlled shades as described in Table 2 . It can be expressed as:
where E ff is the effectiveness of Mshade, E A is the energy demand for Ashade, and E M is the energy demand for Mshade. Due to the stochastic characteristics of occupant behavior, manual shades are not always kept at optimal (or near optimal) positions with minimum heating or cooling energy demands. Therefore, E M is usually higher than E A . If manual shades are kept at the same near optimal positions as automatically controlled ones, E M will be very close to E A and E ff will approach 100%, indicating a high effective control by occupants. Using Equation (2), one can easily assess the effectiveness of occupants' control on solar shades.
Results and Discussion
Sc Distribution
The hourly Sc distribution during the whole year is shown in Figure 2 . Since the shade adjustment only occurs at working hours (8:00-17:00), the Sc values for other hours are not illustrated in this figure. It can be seen that the Sc value changes from 0 (fully shaded) to 1 (fully open), indicating that occupants may deploy shades to all possible positions. Meanwhile, high and low Sc values were observed in winter, summer, and transition seasons. However, no significant difference between seasons can be visually inspected. On the other hand, the daily average (10 working hours) Sc values are given in Figure 4 . It can be seen that most Sc values fall in the range of 0.2-0.8 and the fluctuation of daily values is also significant. In addition, no daily average Sc equals 0 or 1, indicating that the fully open or fully closed position of shades will not be kept unchanged for a whole day (10 working hours). For seasonal comparison, no significant difference between seasons can be observed from this figure. The statistic analysis of seasonal difference will be further conducted in Section 3.3. On the other hand, the daily average (10 working hours) Sc values are given in Figure 4 . It can be seen that most Sc values fall in the range of 0.2-0.8 and the fluctuation of daily values is also significant. In addition, no daily average Sc equals 0 or 1, indicating that the fully open or fully closed position of shades will not be kept unchanged for a whole day (10 working hours). For seasonal comparison, no significant difference between seasons can be observed from this figure. The statistic analysis of seasonal difference will be further conducted in Section 3.3. 
Sc Change
Occupants change the shade positions infrequently, with more than 3000 h (90% of working hours) experiencing no movement of shades (see Figure 5) . For most days, the Sc value only changes once during a day, indicating a daily shade change rate of about 1. Figure 6 gives the hourly change 
Occupants change the shade positions infrequently, with more than 3000 h (90% of working hours) experiencing no movement of shades (see Figure 5 ). For most days, the Sc value only changes once during a day, indicating a daily shade change rate of about 1. Figure 6 gives the hourly change of the Sc value during the year. For a few days, no change in the Sc value was observed (the change of Sc equals 0). The largest change of Sc was less than 0.8 and most values (except 4 h) fall in the range of 0.1-0.5. This means that occupants usually adjust the shade position gradually with a small fraction (less than 50% of the window area) and are less likely to change shades from fully open to fully closed and vice versa (the change of Sc is 1). However, previous research or design standards assumed that shades were fully open when solar radiation falling on windows was not intensive and would be changed to fully closed when solar radiation was higher than a certain level. Therefore, the previous assumptions were not reasonable and would lead to a deviation of the energy performance of manual solar shades. This finding is important since it will improve the assumption about the possible shade change (Sc value change) when predicting the performance of manual solar shades. 
Occupants change the shade positions infrequently, with more than 3000 h (90% of working hours) experiencing no movement of shades (see Figure 5 ). For most days, the Sc value only changes once during a day, indicating a daily shade change rate of about 1. Figure 6 gives the hourly change of the Sc value during the year. For a few days, no change in the Sc value was observed (the change of Sc equals 0). The largest change of Sc was less than 0.8 and most values (except 4 h) fall in the range of 0.1-0.5. This means that occupants usually adjust the shade position gradually with a small fraction (less than 50% of the window area) and are less likely to change shades from fully open to fully closed and vice versa (the change of Sc is 1). However, previous research or design standards assumed that shades were fully open when solar radiation falling on windows was not intensive and would be changed to fully closed when solar radiation was higher than a certain level. Therefore, the previous assumptions were not reasonable and would lead to a deviation of the energy performance of manual solar shades. This finding is important since it will improve the assumption about the possible shade change (Sc value change) when predicting the performance of manual solar shades. When solar shades will be adjusted is another important factor in determining shade control behavior. Figure 7 presents the frequency of Sc change at each time point during the year. It can be seen that shade change is about one times more frequent during 9:00-13:00 than other time points. The highest frequency is about 80, indicating that the shade change probability for this time point is about 22% (80/365) (or means that there will be a change of shade position at this time point during When solar shades will be adjusted is another important factor in determining shade control behavior. Figure 7 presents the frequency of Sc change at each time point during the year. It can be seen that shade change is about one times more frequent during 9:00-13:00 than other time points. The highest frequency is about 80, indicating that the shade change probability for this time point is about 22% (80/365) (or means that there will be a change of shade position at this time point during about 4.6 days (365/80)). The more frequent adjustment of solar shades in the morning than in the afternoon may be explained as follows: when solar radiation influences the west facade, occupants will adjust shades to block excessive radiation in order to avoid heat or glare problems and then keep shades at the same position for several hours, as long as the solar radiation is intensive. When solar shades will be adjusted is another important factor in determining shade control behavior. Figure 7 presents the frequency of Sc change at each time point during the year. It can be seen that shade change is about one times more frequent during 9:00-13:00 than other time points. The highest frequency is about 80, indicating that the shade change probability for this time point is about 22% (80/365) (or means that there will be a change of shade position at this time point during about 4.6 days (365/80)). The more frequent adjustment of solar shades in the morning than in the afternoon may be explained as follows: when solar radiation influences the west facade, occupants will adjust shades to block excessive radiation in order to avoid heat or glare problems and then keep shades at the same position for several hours, as long as the solar radiation is intensive.
Figures8 and 9 further illustrate the frequency of the Sc value increase and decrease at each time point during the year. The distribution shapes of these two figures at each time point are similar to that of Figure 7 . Moreover, there is no significant difference between the Sc value increase and decrease. This reflects that occupants' shade control is stochastic and the probability of lowering or raising the shade position is very close for the whole year. Figures 8 and 9 further illustrate the frequency of the Sc value increase and decrease at each time point during the year. The distribution shapes of these two figures at each time point are similar to that of Figure 7 . Moreover, there is no significant difference between the Sc value increase and decrease. This reflects that occupants' shade control is stochastic and the probability of lowering or raising the shade position is very close for the whole year. 
Seasonal difference
In terms of the seasonal difference, three seasons were considered, with summer from days 152-273 (a total of 122 days), winter from days 1-58 and 334-365 (90 days), and the transition from days 59-151 and 274-333 (153 days). Thus, the number of hourly Sc values for the three seasons was different, with the transition season having (denoted as tra) 1530 h, summer (denoted as sum) 1220 h, and winter (denoted as win) 900 h. Figure 10 gives the hourly Sc distribution for the three seasons. The overall distributions of the Sc value for the three seasons are similar, with tra having more hours at almost each Sc value. 
In terms of the seasonal difference, three seasons were considered, with summer from days 152-273 (a total of 122 days), winter from days 1-58 and 334-365 (90 days), and the transition from days 59-151 and 274-333 (153 days). Thus, the number of hourly Sc values for the three seasons was different, with the transition season having (denoted as tra) 1530 h, summer (denoted as sum) 1220 h, and winter (denoted as win) 900 h. Figure 10 gives the hourly Sc distribution for the three seasons. The overall distributions of the Sc value for the three seasons are similar, with tra having more hours at almost each Sc value. To further analyze the distribution of the Sc value in different seasons, a box plot of the hourly Sc values in the three seasons is illustrated in Figure 11 . It can be seen that the average Sc values for the three seasons are very close (about 0.5). Meanwhile, sum and win have almost the same distribution, while tra has more Sc values higher than 0.6 compared to the other two seasons. To further analyze the distribution of the Sc value in different seasons, a box plot of the hourly Sc values in the three seasons is illustrated in Figure 11 . It can be seen that the average Sc values for the three seasons are very close (about 0.5). Meanwhile, sum and win have almost the same distribution, while tra has more Sc values higher than 0.6 compared to the other two seasons. To further analyze the distribution of the Sc value in different seasons, a box plot of the hourly Sc values in the three seasons is illustrated in Figure 11 . It can be seen that the average Sc values for the three seasons are very close (about 0.5). Meanwhile, sum and win have almost the same distribution, while tra has more Sc values higher than 0.6 compared to the other two seasons. To conduct the statistic analysis, the Kolmogorov-Smirnov test was used to check whether the Sc values in different seasons were of a normal distribution. The results showed that the asymptotic significance is 0.000 (<0.05, the significance level). This means that the null hypothesis should be rejected, indicating that the distribution of Sc does not resemble a normal distribution. Therefore, a parameter test (independent-samples t test) is not applicable since this test assumes sampling from normal parent populations. Instead, an independent-samples Kruskal-Wallis test, a non-parametric method for testing whether samples originate from the same distribution, was used since it does not assume that the data are normal. The independent-samples Kruskal-Wallis test shows that the asymptotic significance is 0.078 (>0.05, the significance level). It means that we should retain the null hypothesis, indicating that the distribution of the Sc value is the same across different seasons. Therefore, occupants' stochastic shade control behavior among different seasons is not statistically different, although there is little difference in the Sc distribution between seasons. Figure 12 presents the ACF of hourly Sc values for different lag hours (here, 1-22 h were considered since they covered two days which were enough to check the daily periodic patterns of the Sc value). It can be seen from the figure that the ACF value decreases with increased lag hours. However, ACF drops to an almost constant value (no significant change when increasing lag hours) that falls out of their 95% confidence intervals (95%CI, U95: upper limit of 95%CI, L95: lower limit of 95%CI), which indicates that the series would not achieve a stationary condition. In other words, occupants' shade control behavior is not totally stochastic (such as a white noise) and shade adjustment at previous time steps influences current and future control. In addition, the trend of the fluctuation of Sc is not stable and changes with time.
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Energy Performance
The cooling and heating energy performance of manual solar shades against automatically controlled ones is shown in Figures13 and 14. It can be seen that Ashade performs better than Mshade for most of the time during the year, except for only a few hours. For the cooling demand, the big difference between Ashade and Mshade occurs in late afternoon in summer since this research focused on the west facade. The highest difference approaches 900 W at about 17:00, while at the beginning of the work day, the difference is only about 100-200 W. For the heating demand, Ashade performs better than Mshade in winter, while in the transition season, the situation is the opposite. This is because in the transition season, the window is assumed to be shaded by 50%, as 
The cooling and heating energy performance of manual solar shades against automatically controlled ones is shown in Figures 13 and 14 . It can be seen that Ashade performs better than Mshade for most of the time during the year, except for only a few hours. For the cooling demand, the big difference between Ashade and Mshade occurs in late afternoon in summer since this research focused on the west facade. The highest difference approaches 900 W at about 17:00, while at the beginning of the work day, the difference is only about 100-200 W. For the heating demand, Ashade performs better than Mshade in winter, while in the transition season, the situation is the opposite. This is because in the transition season, the window is assumed to be shaded by 50%, as described in Table 2 . The largest heating difference is only about half of the largest cooling difference. Mshade has an annual cooling and heating increase of 536.3 kWh and 88.8 kWh compared to Ashade, respectively, corresponding to an increasing rate of 28.6% and 25.7%. That means that the cooling and heating energy performance would be overestimated by more than 25% if manual solar shades are considered as ideally controlled.
Sustainability 2017, 9, 1070 12 of 15 described in Table 2 . The largest heating difference is only about half of the largest cooling difference. Mshade has an annual cooling and heating increase of 536.3 kWh and 88.8 kWh compared to Ashade, respectively, corresponding to an increasing rate of 28.6% and 25.7%. That means that the cooling and heating energy performance would be overestimated by more than 25% if manual solar shades are considered as ideally controlled. To further investigate the overestimated energy performance, the ratios (E ff ) of the cooling and heating energy consumption of Ashade to Mshade are illustrated in Figures 15 and 16 . It can be seen that during the hot summer period, this ratio reaches above 0.8, while in the transition season, this ratio drops significantly from 0.8 to near 0. This indicates that Mshade is more effective in summer than in the transition season. Due to the significant fluctuation of E ff at each time point, the effectiveness of Mshade will be evaluated on a seasonal basis. According to these two figures, E ff for cooling is 81.3% for summer and 46.4% for the transition season. E ff for heating is much lower than cooling and it is only 51.9% for winter and 39.8% for the transition season. Therefore, there is a large potential for improving the effectiveness of Mshade in winter for the heating demand, as well as in the transition season for both heating and cooling. 
Conclusions
This paper investigates the stochastic characteristics of manual solar shades and their influence on building energy performance. A stochastic model for manual solar shades developed by the author was used in this paper and a co-simulation-based occupant behavior analysis was conducted. An in-depth analysis on the shading performance of manual solar shades was performed by using non-parameter tests and the autocorrelation function in order to identify the potential occupant behavior patterns. The results show that occupants' stochastic shade control behavior among different seasons is not statistically different, although there is a little difference in the Sc distribution between seasons. In addition, the shade control behavior is not totally stochastic and shade adjustment at previous time steps influences current and future control. Meanwhile, the trend of the fluctuation of Sc changes with time. Furthermore, a new index was introduced to evaluate the effectiveness of manual solar shades in terms of energy performance. Using this index, the energy performance of manual solar shades was compared with automatically controlled ones. The result shows that the effectiveness of manual solar shades is between 39.8% and 81.3%, and there is a large 
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Further studies, including questionnaire surveys and field measurements, are needed to better understand shade control behavior in order to explain why there is no seasonal difference in shade adjustment and how previous shade control influences current actions. Meanwhile, occupants' adaptation to an indoor microclimate (thermal and visual comfort and air quality etc.) may also influence shade control behavior. Thus, an investigation of the interactions between occupants and acceptable comfort conditions will help understand the specific reasons for stochastic shade control and allow for identifying potential measures to improve the effectiveness of manual solar shades.
